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Failure analysis
Counterexpertise orM105 studs failure from servomotor

cap-cylinder flange (hydroelectric power plant)

Xavier Degive
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A Visual inspection

A Nondestructive testing

A Fractography

A Metallography

A Roughness measurements
A Mechanical testing

A Conclusion
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A Studs from servomotol

cap-cylinder flange : o =

T 18/28 broken studs
T 4/28 cracked studs
T 6/28 uncracked studs

A Tempered martensitic steel
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ErRCHUre SUriRCEE ContEmination
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A Poor condition of failed stud
and respective nuts
I Oxidation
i Oill and grease
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MeEnetic Particles testing § 2 cracker) Stues
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Uncracked studs inspected
by magnetic particles test

Studs #16 and 20 cracked
(15t thread)

Crack emerging on :
A #16 : 2/3 of contour
A #20 : 1/3 of contour
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2/3 contour cracked

1/3 contour cracked
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Ultrasenic testing s Craek clep
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